UNDERFLOOR WET PIPE
SPRINKLER PIPING, ROUTE AS
CLOSE TO FLOOR SUPPORT
AS POSSIBLE

PIPE STRAP BOLTED TO FLOOR
SUPPORT, 8-0" 0.C. MAX

STRUT TYPE RAISED FLOOR
FRAMING, 2'—-0" O.C.

RAISED FLOOR TILE

FLOOR SUPPORT

CENTRAL ON/OFF PENDENT
w/GUARD
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